PANEL 1N4A SCHEDULE PANEL 1N4B SCHEDULE PANEL 1N4C SCHEDULE

VOLTS (L-L) 480 PHASE 3 WIRE 4  SINBUS YES EGBUS YES MOUNT. SURFACE  ENCLOSURE NEMA 1 VOLTS (L-L) 480 PHASE 3 WIRE 4  S/NBUS YES EGBUS YES MOUNT. SURFACE  ENCLOSURE NEMA 1 VOLTS (L-L) 480 PHASE 3 WIRE 4  SINBUS YES EGBUS YES MOUNT. SURFACE  ENCLOSURE NEMA 1
DISCONNECT MAIN LUGS ONLY DISC.AMPS  N/A PANEL AMPS 225 PANEL AIC 25,000 MINIMUM DISCONNECT MAIN LUGS ONLY DISC.AMPS 600 PANEL AMPS 600 PANEL AIC 25,000 MINIMUM DISCONNECT MAIN CIRCUIT BREAKER DISC.AVPS 225 PANEL AMPS 225 PANEL AIC 25,000 MINIMUM
COMMENTS COMMENTS  PROVIDE SHUNT-TRIP MAIN BREAKER. COMMENTS  PROVIDE PAD LOCKABLE HANDLE LOCKS FOR ALL BRANCH BREAKERS. PROVIDE SHUNT-TRIP MAIN BREAKER.
CCT.[TRIP| NO. [LOAD LOAD / PHASE (VA) LOAD[ NO. [ TRIP[CCT. CCT.[ TRIP| NO. [LOAD LOAD / PHASE (VA) LOAD[ NO. [TRIP[CCT. CCT.[TRIP| NO. [LOAD LOAD / PHASE (VA) LOAD[ NO. [TRIP[CCT.
NO. | AVP |POLE|TYPE LOAD SERVED A B C LOAD SERVED TYPE |POLE| AMP | NO. NO. | AVP |POLE|TYPE LOAD SERVED A B C LOAD SERVED TYPE |POLE| AMP | NO. NO. | AVP |POLE|TYPE LOAD SERVED A B C LOAD SERVED TYPE |POLE| AVP | NO.
T [ 20 [ 1 L |EGLAB&SHOP 2,160 T [150 | 3 | O |[POWERWARE 9390 80 KVAUPS 29,085 T [ 20 [ 3 | O |[CORD REEL-ATS NORMAL POWER 100
6,235 RTU-1 M [ 3 [30 | 2 POWERWARE 9390 UPS BYPASS O 3 [180][ 2 (GENERATOR POSITION #1) 9,840 TIG WELDER O 2 [60] 2
3 [ 20 [ 1 L |UPS/BATTERIES 1,680 3 29,085 3 100
6,235 4 4 9840 ) 4
5 [ 20 | 1 L |TESTEQUIP., MOD. KITS, JANITOR, 870 5 29,085 5 100
FIRE RISER, HALLWAY, STORAGE BLDG. 6,235 6 6 SPARE T [ 20 | 6
7 20 | 1 L |WAREHOUSE/STORAGE 910 7 | 150 | 3 | O |[POWERWARE 9390 UPS INPUT BYPASS 7 | 20 | 3 | O |CORD REEL-ATS NORMAL POWER 100
4,985 RTU-2 M | 3 |25 8 SPACE (400) 3 8 (GENERATOR POSITION #2) 14,405 SPACE-FUTURE LOAD M [ 3 8
9 [20 | 1 L |EXTERIOR LIGHTS, CANOPY LIGHTS 1,505 9 9 100
4,985 10 10 14,405 10
1T [ 20 | 1 L |[PARKING LOT 2,135 11 11 100
4,985 12 12 14,405 12
13 [ 20 | 1 SPARE 13 3 SPACE (400) 13 [ 20 | 3 | O |CORD REEL-ATS NORMAL POWER 100
2,660 CONDENSING UNIT CD-1 M [ 3 | 20 | 14 SPACE (400) 3 14 (GENERATOR POSITION #3) SPARE 1 [ 20 | 14
15 [ 20 | 1 SPARE 15 15 100
2,660 16 16 SPARE T [ 20 | 16
7 [ 20 | 1 SPARE 17 7 100
2,660 18 18 SPARE 1 [ 20 | 18
19 [ 45 | 1 O [VAVI-101 10,000 19 [ 20 | 3 | O |CORD REEL-ATS NORMAL POWER 100
830 SUPPLY FAN SF-2 M [ 3 | 20 | 20 (GENERATOR POSITION #4) SPARE 1 [ 20 | 20
21 | 45 | 1 0 [VAVi-102 10,000 21 100
830 22 SPARE T 20 [ 22
23 [ 25 | 1 O [VAV1-103 4,500 23 100
830 24 SPARE T [ 20 | 24
25 | 60 | 1 O [VAVi-104 13,500 25 | 20 | 1 SPARE
SPARE T [ 20 | 26 SPARE T [ 20 | 26
27 | 20 | 1 SPARE 27 | 20 | 1 SPARE
SPARE 1 [ 20 | 28 SPARE 1 [ 20 | 28
29 | 20 | 1 SPARE 29 | 20 | 1 SPARE
SPARE T [ 20 | 30 SPARE T [ 20 | 30
31 [ 20 [ 1 SPARE 31 SPACE
SPARE T 20 [ 32 SPACE 32
33 | 20 [ 1 SPARE 33 SPACE
SPARE 1 [ 20 | 34 SPACE 34
35 | 20 | 1 SPARE 35 SPACE
SPARE 1 [ 20 | 36 SPACE 36
37 | 80 | 3 | P [PANEL"IN2A" 9,197 37 SPACE
SPARE 1 [ 20 | 38 SPACE 38
39 9,197 39 SPACE
SPARE 1 [ 20 | 40 SPACE 40
41 9,197 41 SPACE
SPARE 1 [ 20 [ 42 SPACE 42
TOTAL CONNECTEDLOAD ~ 119.0 KVA | TOTAL | 50477 | 37,092 | 31412 TOTAL CONNECTEDLOAD ~ 87.3  KVA | TOTAL | 29,085 | 29,085 | 29,085 TOTAL CONNECTEDLOAD ~ 64.1  KVA | TOTAL | 24645 | 24645 | 14,805
ESTIMATED DEMAND LOAD 1114 KVA DEMAND LINEAMPS 134 ESTIMATED DEMAND LOAD 87.3 KVA DEMAND LINEAMPS 105 ESTIMATED DEMAND LOAD 59.9 KVA DEMAND LINE AMPS 72
PANEL 1N2A SCHEDULE PANEL 1N2B SCHEDULE
VOLTS (L-L) 208 PHASE 3 WIRE 4  SINBUS YES EGBUS YES MOUNT. SURFACE  ENCLOSURE NEMA 1 VOLTS (L-L) 208 PHASE 3 WIRE 4  SINBUS YES EGBUS YES MOUNT. SURFACE  ENCLOSURE NEMA 1
DISCONNECT MAIN CIRCUIT BREAKER DISC.AMPS 150 PANEL AMPS 225 PANEL AIC 10,000 MINIMUM DISCONNECT MAIN LUGS ONLY DISC.AMPS  N/A PANEL AMPS 100 PANEL AIC 10,000 MINIMUM
COMMENTS  PROVIDE SPD RATED 50KA PER MODE. COMMENTS
CCT.[ TRIP| NO. [LOAD LOAD / PHASE (VA) LOAD[ NO. [TRIP[CCT. CCT.[TRIP| NO. [LOAD LOAD / PHASE (VA) LOAD[ NO. [TRIP[CCT.
NO. | AVP |POLE|TYPE LOAD SERVED A B C LOAD SERVED TYPE |POLE| AMP | NO. NO. | AVP |POLE|TYPE LOAD SERVED A B C LOAD SERVED TYPE |POLE| AVP | NO.
T [ 20 [ 1 R [TROUBLE LIGHT CORD REELS 200 T [ 20 [ 1 R [NORTH PARKING LOT RECEPTACLE 500
(WAREHOUSE/STORAGE) 1,175 OVERHEAD DOOR OPERATOR M [ 1 |20 | 2 500 NORTH PARKING LOT RECEPTACLE R 1 [20 [ 2
3 [ 20 [ 1 R [TROUBLE LIGHT CORD REELS 200 3 [ 20 | 1 R [NORTH PARKING LOT RECEPTACLE 500
(UPS/BATTERIES ROOM) SPARE T 20 | 4 500 ) NORTH PARKING LOT RECEPTACLE R 120 4
5 [ 20 | 1 R [TROUBLE LIGHT CORD REELS 200 5 [ 20 | 1 R [NORTH PARKING LOT RECEPTACLE 500
(UPS/BATTERIES ROOM) 720 TOILETS, TEST EQUIPMENT R 1 [20][ 6 1800 ) ELECTRIC VEHICLE CHARGING R 1 ][220 6
7 | 20 | 1 R [TROUBLE LIGHT CORD REELS 200 7 |20 | 1 M [MOTORIZED DAVIPERS 300
(TEST EQUIPMENT ROOM) 360 MOD. KITS R 120 8 1,800 ELECTRIC VEHICLE CHARGING R 120 8
9 [20 | 1 R [UPSTBATTERIES LAB 720 9 [20 | 1 M [MOTORIZED DAMPERS 300
360 MOD. KITS R [ 1 | 20 [ 10 SPARE 1 [ 20 | 10
T [ 20 | 1 R [CORRIDOR 101, SYSTEMS, TELCO 540 17T [ 20 | 1 SPARE
360 MOD. KITS R [ 1 [ 20 [ 12 SPARE T [ 20 [ 12
13 [ 20 [ 1 R [ELECTRICAL 360 13 [ 20 | 1 SPARE
1,600 ELECTRIC WATER COOLERS M [ 1 | 20 | 14 SPARE T [ 20 | 14
15 | 20 | 1 R [UPS/BATTERIES LAB, MECH. YARD 720 15 [ 20 | 1 SPARE
360 MOD. KITS R [ 1 | 20 [ 16 SPARE T [ 20 | 16
17 20 | 1 R [UPSTBATTERIES LAB, CORRIDOR 900 7 [ 20 | 1 SPARE
720 UPS/BATTERIES LAB, JANITOR, R [ 1 | 20 | 18 SPARE T [ 20 | 18
19 [ 20 | 1 R [UPSTBATTERIES LAB 720 19 [ 20 | 1 SPARE
540 WAREHOUSE/STORAGE, S. EXTERIOR R [ 1 [ 20 [ 20 SPARE 1 [ 20 | 20
21 | 20 [ 2 | C |DATARACK 7,000 21 | 20 | 1 SPARE
540 WAREHOUSE/STORAGE R [ 1 [20 22 SPARE T 20 [ 22
23 7,000 23 | 20 | 1 SPARE
540 WAREHOUSE/STORAGE R [ 1 | 20 | 24 SPARE T [ 20 | 24
25 | 30 | 2 | C [DATARACK 1,500 25 | 20 | 1 SPARE
720 WAREHOUSE/STORAGE, W. EXTERIOR R [ 1 | 20 | 26 SPARE T [ 20 | 26
27 1,500 27 | 20 | 1 SPARE
SPARE T [ 20 | 28 SPARE 1 [ 20 | 28
29 | 20 | 1 O [DOORBELL BUZZER 100 29 | 20 | 1 SPARE
SPARE T [ 20 | 30 SPARE T [ 20 | 30
31 | 20 [ 1 R [UPSTBATTERIES LAB, MECH. YARD 900 31 [ 20 [ 1 SPARE
2,880 FAN COIL UNIT FCU-1 M | 2 | 456 | 32 SPARE T 20 [ 32 REES ASSOCIATES INC
33 [ 20 [ 1 R [UPSTBATTERIES LAB, NORTH EXTERIOR, 720 33 | 20 [ 1 SPARE
ELECTRICAL 5580 = SFARE — ARCHITECTURE PLANNING INTERIORS
35 20 1 SPARE 35 20 1 SPARE REES PLAZA AT EAST WHARF
SPARE T [ 20 | 36 SPARE 1120 | 36 9211 LAKE HEFNER PARKWAY, SUITE 300
37 | 20 [ 1 R [RECEPTACLES FOR RTU'S 360 37 | 20 [ 1 SPARE OKLAHOMA CITY, OKLAHOMA 73120
1,725 PANEL "TN2B" P [ 3 [ 100 38 SPARE 1 [ 20 | 38 ) )
39 | 20 [ 1 R [ROOFTOP RECEPTACLE 180 39 [ 20 [ 1 SPARE P:405.942.7357  F:405.948.1261
1,725 40 SPARE 1 [ 20 | 40
417 120 | 1 M |[EXHAUST FAN EF-2 695 47 120 [ 1 SPARE Mechanical Engineer
1,725 42 SPARE 1120 | 42 050 Engineering Company
TOTAL CONNECTEDLOAD 316 KVA | TOTAL [ 13240 | 10,905 | 7,500 TOTAL CONNECTEDLOAD 6.7 KVA | TOTAL [ 3,100 1,300 2,300 228 Robert S. Kerr Ave, Suite 515
ESTIMATED DEMAND LOAD 27.6 KVA DEMAND LINE AMPS 77 ESTIMATED DEMAND LOAD 5.2 KVA DEMAND LINE AMPS 14 Oklahoma City, OK 73102

P: 405.236.2030 F: 405.239.6101
Electrical Engineer

Horner Associates Engineers, Inc.
LOAD TYP E LEG EN D 1 N4A 1 N4B 1 N4C 1ﬁ(c))|f’im%<:]mrgKerce73%r;\qe
L = LIGHTING P: 405.801.2528 F: 405.801.2529
Civil Engineer
_ MacArthur Associated Consultants
R - RECEPTACLES 1N2A 1N2B 3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73116
C = COMPUTERS P: 405.848.2471 F: 405.848.2474
Structural Engineer
M = MOTORS Zahl-Ford, inc.
8411 S. Walker
Oklahoma City, OK 73139
P = PANELS P: 405.634.3393 yF: 405.634.6414
T = TRANSFORMERS
O = OTHER 100% SUBMITTAL
F = FUTURE REV DATE DESCRIPTION CHECK | APP’D
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